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Casing should extend at least ten feet

(10) below the pump platform.
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Approval Requirements:

Above-ground installation.

Concrete platform sloping away from
well.

Casing to extend at least ten feet (10")
below pump platform.

Insulated well house.

Surface drainage away from the well.
All openings to the well must be sealed.
Wells located in basements or pits
cannot be approved.



